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Power House Basement Sump Pump Pit Inspection Form

Pit coversmust r

Date: 07— A\ e

ain on at all times
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Time:
Initials:

sump Pits | Clean| Oil Sheen & Color Comments

70k Room e

6 Turbo Blower | Sump Water Diverted to Ash Pit

7 Generator Sump Water Diverted to Ash Pit

5 Turbo Blower Sump Water Diverted to Ash Pit

7 Turbo Blower | X

2300VAC Room| X

8 Generator Sump Water Diverted to Ash Pit

If oil is found in sump pit contact KM to have the pit cleaned out.
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Pit covers must remain on at all times
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6 Turbo Blower | ' Sump Water Diverted to Ash Pit
7 Generator Sump Water Diverted to Ash Pit
5 Turbo Blower Sump Water Diverted to Ash Pit

7 Turbo Blower |

2300VAC Room | A/
8 Generator Sump Water Diverted to Ash Pit

If oil is found in sump pit contact KM to have the pit cleaned out.
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